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ELECTRICAL SYMBOLS LIST

SYMBOL ABBR. DESCRIPTION
& o CIRCUIT BREAKER.
ST TN WIRING RUN IN OR UNDER FLOOR OR GROUND.
S CONDUIT STUB OR CAP.
@ FEEDER DESIGNATOR. SEE SCHEDULE FOR DETAILS.
G) NOTE REFERENCE.
GRD GROUND.
cu COPPER.
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BUILDING NUMBER

ELECTRICAL PRIMARY

IDENTIFIES BUILDING WHERE WORK IS TO BE PERFORMED.
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SHEET INDEX
ES-100 _|SITE PLAN
ES-111 |FLOOR PLAN - MRL, ONE LINE -DIAGRAM

ES-121 |ONELINE DIAGRAM - BUILDING 16,17

ES-122  |[FLOORPLAN -BUILDING 16,17 ELECTRICAL ROOMS. PANEL SCHEDULES

ES-131  [SITEPLAN - SECTIONALIZING CABINETS
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DIGITAL SIGNATURE

100 WEST 13TH AVENUE
EUGENE, OR 97401

P: 541-686-8478
F: 541-345-5303
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DEPARTMENT OF VETERANS AFFAIRS
ROSEBURG HEALTH CARE SYSTEM

913 NW GARDEN VALLEY BLVD

ROSEBURG, OREGON 97470
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